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. 300# GAUGE WITH E—WAY VALVE AND PLUG
12.
13.
14.
15.
16.
17.

18.
19.
20.

UNDERGROUND SUPPLY

2” ANNULAR CLEARANCE

FINISHED FLOOR

FLANGE 6" ABOVE FINISHED FLOOR

FLEXIBLE COUPLING

4" GROOVED TEE

SUPPLY TO 2” TOTALPAC2 SYSTEM

4" X 2" REDUCING COUPLING

"KENNEDY” G300 4" GROOVED BUTTERFLY VALVE WITH TAMPER
SWITCH (SUPERVISED CONTROL VALVE)

"VIKING” MODEL E—1 GROOVED EASY RISER SWING CHECK VALVE

4” FLOW SWITCH

HYDRAULIC CALC PLATE

AFCON #400 RISER PIPE CLAMP

4” GROOVED 90" ELL

2” DRAIN TO OUTSIDE

AGF TEST AN DRAIN — INSPECTORS’ TEST AND DRAIN ASSEMBLY WITH
1/2" ORIFICE

SUPPLY TO FIRST FLOOR

SPARE HEAD BOX

10" ELECTRIC BELL — MOUNTED ON EXTERIOR WALL

FIRST FLOOR 0'=0" _
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/10 WET PIPE FIRE FSR

o4

P41

NTS

HANGER RODS TO BE INSTALLED TIGHT TO PIPE TO PREVENT UPWARD MOVEMENT*

MAXIMUM DISTANCE BETWEEN HANGERS

NOMINAL PIFE

e ) 340 | 1| e | ogaen | o2v | o2-2n | 30 | s | 4 | B | e | e

e TE R [N | 2-0 | 2-0 | B2 |B-2| B-2 |B-0| B-2 |5-0|5-0|5-0|5-0

THREGED LG UALL A |2-0 | -0 | 2-0 |2-0| 2-0 |2-0| N/A |NA |[NA [NA |NA
HANGER ROD SIZES

A 34" | | 1-4n | ocan | o2v | 24120 | 30 | za2r | 40 | B | e | g

o O B | NA 380 | 38v | 3en |37 | 3/8" | 38" | 3/8"  |3/8" | 12 | 120 | 12

THRE D LA TWALL T/ |38t | 38" | /6" |3/8" | 3/8" |3/8" | 3/8" |3/8" |NJA | N/A | N/A

7\ HANGER CHART

@)

NTS

BEAM CLAMP
LOCK NUT REQUIRED 4 77 77
ALL THREAD ROD
ADJUSTABLE RING HANGER
RETAINING STRAP

b —

/4 \BOTTOM BEAM CLAMP, ROD,

\EP4H0/ AND RING

SYSTEM NO. W-L-lle4
F RATINGS - | AND 2 HR (SEE ITEMS | AND 4)
T RATING - 2 HR

s 4. .
N
SECTION A-A’\@

L WALL ASSEMBLY - MIN & IN. (152 MM) THICK REINFORCED LIGHTWEIGHT
OR NORMAL WEIGHT (122-152 PCF OR 1622-2402 KG/M3) CONCRETE
WALL. WALL MAY ALSO BE CONSTRUCTED OF ANY UL CLASSIFIED
CONCRETE BLOCKS+*. MAX DIAM OF OFPENING 1S 1©-1/2 IN. (27 MM).

2. THROUGH PENETRANTS - ONE METALLIC PIPE, CONDUIT, TUBING OR
FLEXIBLE METAL PIPE INSTALLED CONCENTRICALLY OR ECCENTRICALLY
WITHIN OFENING. ANNULAR SPACE BETWEEN PENETRANT AND PERIPHERY
OF OPENING TO BE MIN @ IN. (POINT CONTACT) TO MAX 1-1/8 IN. (@ MM TO
MAX 48 MM) PENETRANT TO BE RIGIDLY SUPPORTED ON BOTH SIDES OF
WALL. THE FOLLOUWING TYPES AND SIZES OF PENETRANTS MAY BE USED:

A, STEEL PIPE - NOM 8 IN. (223 MM) DIAM (OR SMALLER) SCHEDULE 5
(OR HEAVIER) STEEL PIFPE.

3. FILLYOID OR CAVITY MATERIAL+ - CAULK OR SEALANT - MIN 5/8 IN. (1&
MM) THICKNESS OF CAULK APPLIED WITHIN ANNULUS, FLUSH WITH BOTH
SURFACES OF WALL. MIN 174 IN. (& MM) DIAM BEAD OF CAULK APPLIED TO
PENETRANT/WALL INTERFACE AT POINT CONTACT LOCATION ON BOTH
SIDES OF WALL.

3M COMPANY - CP 25WB+, IC BUB+ CAULK OR FB-3022 WT SEALANT.

BEARING THE UL CLASSIFICATION MARKING

/8 \FIRE_STOP DFTAIL _FOR

w NTS

CONCRETE WALLS

. SWAY BRACE ATTACHMENT TO
STEEL I-BEAM

SWIVEL SWAY BRACE FITTING
BRACE PIFE

"FAST CLAMP" SWAY BRACE
ATTACHMENT

aLn

7T\ EQ1 SWAY BRACE ATTACHMENT TO
\EP410/ STEE| |—BEAM

TOLCO FlG. 25 SURGE RESTRAINER
TYPE | - FOR 1" AND |-1/4" PIPE AND HANGER
TYPE 2 - FOR 1-1/2" AND 2" PIPE AND HANGER

TOLCO FIG. 25 1S DESIGNED TO BE USED ONLY
WITH TOLCO BAND HANGERS FIG. 202 AND 2NFPA
TO RESTRAIN THE UPWARD MOVEMENT OF PIFPE
AS IT OCCURS DURING SPRINKLER HEAD
ACTIVATION OR SEISMIC ACTIVITYT

/ 5\ SURGE RESTRAINER FOR STEEL OR

\FP410/ CP\/C PLASTIC PIPE

. SWAY BRACE ATTACHMENT TO
STEEL |-BEAM

2. SUWIVEL SWAY BRACE FITTING

3. BRACE PIFE

4. PIPE CLAMP FOR SWAY BRACE

[e]

72\ EQ2 SWAY BRACE ATTACHMENT TO
\EP410/ STEE| |—BEAM

.

2.

T-BAR CEILING
EXPANSION PLATE

5"

MINIMUM

OIN N

8 \ PENDENT_SPRINKI ER
P4% THROUGH CEILING

L. SIMPSON TITON HD ROD HANGER
THD3T7212RH (INSTALLED IN LOWER
FLUTE OF DECKING)

2. ALL THREAD ROD (PER
SCHEDULE)

3. ADJUSTABLE RING HANGER

4. CONCRETE ON METAL DECK

/ 6\ CONCRETE THREADED ROD HANGER

W NTS

LOCK NUT REQUIRED

BEAM CLAMP

ALL THREAD ROD
ADJUSTABLE RING HANGER
RETAINING STRAP

Orh oo

YIEW A-A

/ 3\ TOP BEAM CLAMP, ROD,
\EP410/ AND RING e
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